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E-001

ELECTRICAL GENERAL
NOTES, LEGEND, AND

POWER RISER DIAGRAM

SBH
ALD

DEMOLITION NOTES

T3

PP3 LP3

T2

PP2 LP2

T1

PP1 LP1

POWER RISER DIAGRAM

PP3A

NOTES:

1. PROVIDE SELF-ADHESIVE VINYL LABEL TO AFFIX TO ELECTRICAL EQUIPMENT TO WARN OF ARC
FLASH HAZARDS.

2. THE LABEL FORMAT AND TEXT SHALL BE IN ACCORDANCE WITH THE FIGURE.

3. THE LABEL SHALL BE LOCATED ON THE EQUIPMENT TO BE CLEARLY VISIBLE TO QUALIFIED
PERSONS BEFORE EXAMINATION, ADJUSTMENT, SERVICING, OR MAINTENANCE OF THE
EQUIPMENT.

4. THE SIZE OF THE LABEL SHALL BE MINIMUM:

EQUIPMENT TYPE HEIGHT WIDTH
 INDOOR  2"  3"
 OUTDOOR  3"  4.5"

WIDTH

HEIGHT

--------

PPG WR1MSA

T

PPA
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SHEET NOTES

REPLACE EXISTING FEDERAL PACIFIC, TYPE BDP, 800 AMP, 480Y/277V, 3Ø, 4W,

RECONNECT TO EXISTING FEEDER FROM EXISTING MAIN SWITCHBOARD 'A' LOCATED 
IN 'ELECTRICAL ROOM 016'.  LABEL NEW SWITCHBOARD 'B'.  INSTALL NEW BREAKERS

EXISTING MAIN SWITCHBOARD 'A', IN 'ELECTRICAL ROOM 016', WAS ADDED IN A 
PREVIOUS PROJECT.  THE 800 AMP FEDERAL PACIFIC SWITCHBOARD IN 'ELECTRICAL
ROOM 002', THAT IS BEING REPLACED WITH NEW SWITCHBOARD 'B', WAS BACK-FED

EXISTING SQUARE-D PANEL 'PPG' IS FED FROM EXISTING MAIN SWITCHBOARD 'A' AND
IS TO REMAIN AS IS.  EXISTING FLEXIBLE CONDUIT FROM 'PPG' IS CONNECTED TO LEFT 
SECTION OF EXISTING 800 AMP SWITCHBOARD.  EC TO IDENTIFY CIRCUIT AND
RECONNECT OR REROUTE FLEXIBLE CONDUIT AS REQUIRED WHEN INSTALLING NEW 

GENERAL NOTES
1.     ALL FEDERAL PACIFIC EQUIPMENT BEING REMOVED IS TO BE RETURNED TO

OWNER.

2-SECTION SWITCHBOARD WITH NEW 800 AMP, 480Y/277V, 3Ø, 4W, SWITCHBOARD.

SIZED TO MATCH BREAKERS IN SWITCHBOARD BEING REPLACED.  RECONNECT ALL
EXISTING LOADS TO NEW SWITCHBOARD.  REFER TO SWITCHBOARD SCHEDULE ON
SHEET 'E-002' AND RISER DIAGRAM ON SHEET 'E-001' FOR MORE INFORMATION.

FROM SWITCHBOARD 'A' WITH 800/3 BREAKER AND NEW FEEDER.  SWITCHBOARD 'A'
AND EXISTING FEEDER TO SWITCHBOARD 'B' ARE TO REMAIN AS IS.  RECONNECT
EXISTING FEEDER TO NEW SWITCHBOARD 'B'.  NOTE:  EC TO ENSURE THE GROUND OF
NEW SWITCHBOARD 'B' IS BONDED TO THE GROUND OF EXISTING MAIN SWITCHBOARD
'A'.

800 AMP SWITCHBOARD 'B'.

SWITCHBOARD 'B'.
EXISTING BATTERY BACKUP AND CHARGER TO REMAIN.  RECONNECT TO NEW

RECONNECT TO NEW SWITCHBOARD 'B'.
EXISTING TRANSFORMER AND DISCONNECT FOR PANEL 'PPA' TO REMAIN AS IS.  

 DETAIL.
SEE 'SWITCHBOARD 'WR1' EXISTING CONCRETE PAD DIMENSIONS', THIS SHEET, FOR MORE

SCALE: N.T.S.

2
E-101

SWITCHBOARD 'WR1' EXISTING PAD DIMENSIONS
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SHEET NOTES

REPLACE EXISTING FEDERAL PACIFIC PANEL 'LP1' WITH NEW 225A, MLO, 480Y/277V,

EXISTING EQUIPMENT TO NEW BREAKERS. SEE SHEET 'E-002' FOR NEW PANEL
SCHEDULE.

REPLACE EXISTING FEDERAL PACIFIC PANEL 'PP1' WITH NEW 175 AMP MAIN BREAKER,

208V SIDE OF TRANSFORMER.

INSTALL NEW 45KVA, 480Y/277V TO 208Y/120V DRY-TYPE STEP-DOWN
TRANSFORMER. LOCATE NEW TRANSFORMER SO THAT IT IS OUTSIDE OF NEC
REQUIRED CLEARANCE FOR NEW PANELS 'LP1' AND 'PP1', BUT COORDINATE WITH
OWNER FOR FINAL LOCATION OF NEW HOUSEKEEPING PAD.  INSTALL NEW

GENERAL NOTES
1.     ALL FEDERAL PACIFIC EQUIPMENT BEING REMOVED IS TO BE RETURNED TO

OWNER.

EXISTING 16-SPACE, SQUARE-D SUB-PANEL TO REMAIN.  RECONNECT  EXISTING
FEEDER TO NEW 100/2 BREAKER IN NEW PANEL 'PP1'.  SEE SHEET 'E-002' FOR 'PP1'

CONDUCTORS AND CONDUIT PER RISER DIAGRAM ON SHEET 'E-001'.

PANEL SCHEDULE.

3Ø, 4W, 42-SPACE PANELBOARD.  RECONNECT TO EXISTING FEEDER.  RECONNECT

208Y/120V, 3Ø, 4W, 42-SPACE PANELBOARD.  CONNECT TO NEW FEEDER ON THE
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SHEET NOTES

REPLACE EXISTING FEDERAL PACIFIC PANEL 'LP2' WITH NEW 225A, MLO, 480Y/277V,

EXISTING EQUIPMENT TO NEW BREAKERS. SEE SHEET 'E-002' FOR NEW PANEL
SCHEDULE.

REPLACE EXISTING FEDERAL PACIFIC PANEL 'PP2' WITH NEW 175 AMP MAIN BREAKER,

208V SIDE OF TRANSFORMER.

INSTALL NEW 45KVA, 480Y/277V TO 208Y/120V DRY-TYPE STEP-DOWN
TRANSFORMER. LOCATE NEW TRANSFORMER SO THAT IT IS OUTSIDE OF NEC
REQUIRED CLEARANCE FOR NEW PANELS 'LP2' AND 'PP2', BUT COORDINATE WITH

GENERAL NOTES
1.     ALL FEDERAL PACIFIC EQUIPMENT BEING REMOVED IS TO BE RETURNED TO

OWNER.

OWNER FOR FINAL LOCATION OF NEW HOUSEKEEPING PAD.  INSTALL NEW
CONDUCTORS AND CONDUIT PER RISER DIAGRAM ON SHEET 'E-001'.

3Ø, 4W, 42-SPACE PANELBOARD.  RECONNECT TO EXISTING FEEDER.  RECONNECT

208Y/120V, 3Ø, 4W, 42-SPACE PANELBOARD.  CONNECT TO NEW FEEDER ON THE
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